Heber Public Utility District

1078 Dogwood Rd. Suite 103 « PO Box H
Heber CA 92249
Tel:(760)482-2440 » Fax (760)353-9951
www.heber.ca.gov

June 05, 2018
Attention: Mrs. Fischer
Subject: May 2018 Monthly Report

On the billing cycle ending on the 22nd of May 29,503,000 gallons of water were used by
our consumers, an average of 983,433 gallons was used per day.

On May 7, 2018 Pacific Hydrotech made some warranty issues repairs that included the
installation of new gasket on #2 clarifier/filtration unit. The gasket will prevent the plastic media
from spilling over to the filter side. Pacific Hydrotech also made repairs on the polymer shade
structure which had some panels missing. Lastly, Pacific Hydrotech worked the influent valve
from #2 clarifier/filtration unit. It was concluded that the valve is defective and will need to be
replaced. Pacific Hydrotech is to order valve and install at a later date.

On May 9, 2018 lead sampling was collected at both Heber Schools as required by the
State Water Board Division of Drinking Water. Five samples were collected at each school and
all results came back non-detected. No further testing will be required.

On May 11, 2018 the TTHM company Solar Bee came and installed a new and improved
blower to Tank #3. The original blower was taken out as it was misaligned and making a rattling
noise. The new blower is online and working properly. There were no violations because of this

issue.

If you have any questions, please contact me at (760) 427-4685

Sincerely,
Far P2

Francisco Rodriguez
Chief Operator
Heber Public Utility District



Heber Public Utility District

1078 Dogwood Rd. Suite 103 » PO Box H
Heber CA 92249
Tel:(760)482-2440 * Fax (760)353-9951

June 05, 2018

Attention: Mrs. Fischer
General Manager

Subject: Water Distribution Report May 2018

A) Water breaks (1)
1. Alley of 1121 Heber Avenue

B) Service Leak (0)

C) Work orders ( 39)

LEAK - METER LEAK-----------------mnom- I
DIS - DISCONNECT-----------=--nnmmnnnmu- 6
CON - CONNECT-------=-==mmmmmmmmmm e 3
INFO - TEST METER -------------------—- 18
MC - METER CHANGE ------------------- 2
OCC -OCCUPANT CHANGE-------------- 1
MISC-MISC REPORT ---------=---nnmmmeemee 3
HYDRT-HYDRANT LEAK------------------ 1
TEMP-TEMP SHUT OF REPAIR---------- 1)
SWR-SEWER PLUG UP-----------------=--- 1
FIREFLY-FIREFLY REPLACE------------- 0
ODOR - ODOR(TASTE/SMELL) --------- 2
Total Codes 39

Sincerely,

%/ W
Francisco Rodriguez

Water Chief Operator
Heber Public Utility District



Heber Public Utility District
1078 Dogwood Rd., Suite 103 «P. O. Box H
Heber, CA 922490
TEL. (760) 482-2440 - FAX (760) 353-9951

www.heber.ca.gov

June 5, 2018

Attention: Laura Fischer
General Manager

SUBJECT: Heber W.W.T.P. Operation from April 22, 2018 to May 22, 2018

A

Major violations: (NONE)
Minor violations (NONE)
Major sewer spills (NONE)
Main sewer Plugs: (NONE)

UV System: Operating fine. Self- Cleaning. No Maintenance.

Vactor Truck: The vactor truck was used in the previous monthly cycle on 4/3/2018 to expose and locate a service
line below the water meter box on 43 W. Robin St. This monthly cycle of April 22, 2018 to May 22, 2018 the
vactor truck has not been used.

TOTAL OF MILES CLEANED : 0 miles.

From April 22, 2018 through May 22, 2018:
Heber Wastewater Plant received and treated 14.051 MG.

HPUD did not exceed the daily maximum flow (1.2 MGD) as of May 22, 2018.

Sincerely,

’2,/

Edoardo S. Gonzalez
Wastewater Plant Operator






6/15/2018 10:02 AM

DIS - DISCONNECT
CON - CONNECT
INFO - TEST METER

occe - OCCUPANT CHANGE
ODOR - ODOR (BAD TASTE/SMELL)
MC - METER CHANGE

MISC - MISC REPORT
TEMP - TEMP SHUT OF FOR REPAI
SWR - SEWER PLUG UP
HYDRT - HYDRANT LEAK
LEAK - METER LEAK
TOTAL ALL CODES

SERVICE ORD R STATUS REPORT PAGE:
**%% TOTALS BY JOB CODE ****

T s TAL QU—"TTTT T . ST NF TAL PENDING TOTAL VOID

6 0 0 0 6

3 0 0 0 0

18 0 0 0 0

1 0 0 0 0

2 0 0 0 0

2 0 0 0 0

3 0 0 0 0

1 0 0 0 0

1 0 0 0 0

1 0 0 0 0

o _ : 0 0 0

39 0 0 0 6
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